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6th FLOOR
COORDINATION PLAN 10709A2.1.dwg

6th FLOOR
COORDINATION PLAN

EXISTING 6TH FLOOR WALL/PARTITION NEW SINK ABOVE. COORDINATE CONNECTION TO EXISTING WASTE AND
SUPPLY WITH PLUMBING DRAWINGS.

NEW TOILET ABOVE. COORDINATE CONNECTION TO EXISTING WASTE AND
SUPPLY WITH PLUMBING DRAWINGS.

NEW FLOOR DRAIN OR SHOWER DRAIN ABOVE. COORDINATE
CONNECTION TO EXISTING WASTE WITH PLUMBING DRAWINGS. THE
CONTRACTOR IS TO FIELD VERIFY LOCATION OF EXISTING STRUCTURE.
DO NOT CUT OR PENETRATE EXISTING BEAMS. SHIFT DRAIN LOCATIONS
AS REQUIRED TO AVOID STRUCTURAL MEMBERS. MARK LOCATIONS OF
ALL FLOOR DRIAN AND SHOWER DRAIN LOCATIONS ON FLOOR AND
UNDERSIDE OF SLAB TO BE REVIEWED AND APPROAVED BY
ARCHITECT/VA PROJECT MANAGER PRIOR TO CORE DRILLING. REFER TO
SHOWER/FLOOR DRAIN DETAILS.

SYMBOL LEGEND KEY NOTES

1

2

3

COORDINATION NOTES
1. 6TH FLOOR PLAN SHOWN IS FOR GENERAL REFERENCE. THE
LAYOUT OF THIS PLAN HAS NOT BEEN VERIFIED AND SOME AREAS
ARE NOT UP TO DATE. THE CONTRACTOR IS RESPONSIBLE FOR
OBSERVING ALL AREAS OF THE HOSPITAL  AFFECTED BY THE
WORK AND TO WALK THE SPACE WITH THE VA PROJECT MANAGER
AND BECOME FAMILIAR WITH THE AREAS TO BE AFFECTED BY THE
NEW WORK.

2. NOT ALL PENETRATIONS ARE SHOWN. COORDINATE WITH
ELECTRICAL, PLUMBING, MEDICAL GAS AND MECHANICAL
DRAWINGS WITH REGARD TO THOSE SYSTEMS.

3. COORDINATE SCHEDULE AND ACCESS TO AFFECTED AREAS
BELOW THE FLOOR OF WORK WITH THE VA PROJECT MANAGER.

4. FOLLOW ALL ICRA GUIDELINES FOR ALL AFFECTED AREAS ON
THE 6TH FLOOR REFER TO VA PROVIDED ICRA GUIDELINES.

5. THIS PLAN IS FOR COORDINATION ONLY. COORDINATE WITH
OTHER DRAWINGS IN THE SET.

6. WORK/ACCESS TO THE ABOVE CEILING AREAS BELOW THE
FLOOR OF WORK WILL HAVE TO BE DONE IN PHASES IN ADDITION
TO THE SEPARATE PHASES OF THE WORK ABOVE. CONTRACTOR IS
TO COORDINATE WITH THE VA PROJECT MANAGER ACCESS AND
PHASING OF ALL WORK ON FLOORS BELOW.

EXISTING 7TH FLOOR WALL/PARTITION
ABOVE

NEW  7TH FLOOR WALL/PARTITION
ABOVE

EXISTING 6TH FLOOR PLUMBING
FIXTURES.

NEW 7TH FLOOR PLUMBING FIXTURES
ABOVE. SEE PLUMBING DRAWINGS

NEW 7TH FLOOR FLOOR DRAIN OR
SHOWER DRAIN ABOVE. SEE PLUMBING
DRAWINGS

#

6TH FLOOR ROOM IDENTIFICATION

7TH FLOOR ROOM IDENTIFICATION


